EFFECT OF TEMPERATURE ON THE COMPRESSIVE STRENGTH OF CONCRETE

K. Chiang,1 L. Ibarra,2 and B. Dasgupta1
1Center for Nuclear Waste Regulatory Analyses, Southwest Research Institute®, San Antonio, Texas, USA
2University of Utah, Department of Civil Engineering, Salt Lake City, Utah, USA
E-mail of corresponding author: kchiang@swri.org

ABSTRACT

The structural performance of reinforced concrete components is affected by aging because changes in mechanical material properties affect structural resistance. One of the few material property parameters that does not decrease with time is the concrete compressive strength. Depending on the concrete mix, the peak compressive strength after several years can be 50-100 percent larger than the strength at 28 days. The increase in concrete compressive strength takes place for practically all concrete mixes commonly used in nuclear facilities, as long as the component is exposed to relatively low temperatures. The maximum temperature for nuclear facilities is limited in the United States at 65 °C [149 °F] [1].

This study evaluates the effects of temperatures close to the boiling point of water on the compressive strength of concrete mixes that include admixtures to accelerate strength development. These admixtures are commonly used to reduce construction schedules but their effect on the compressive strength of concrete permanently exposed to moderate temperatures has not been evaluated. For this study, normal strength concrete cylinders were cured in a standard moisture environment and tested at different times to obtain the evolution of the concrete compressive strength with time and temperature. After 90 days, some of the concrete cylinders were moved to a laboratory oven to be cured at temperatures ranging from 90 to 95 °C [194 to 203 °F]. The cylinders compressive strength was tested at 28 days and then at regular 90-day intervals over one and a half years. In addition, petrographic analysis was carried out to understand the mechanism for accelerated strength reduction at elevated temperatures. The results indicated that long-term compressive strength is not significantly affected by the presence of water admixtures. The effect of continuous exposure to temperatures of 90 to 95 °C [194 to 203 °F] resulted in a loss of compressive strength of less than 10 percent. Petrographic analyses suggest that deterioration of concrete compressive strength at high temperatures 90 to 95 °C [194 to 203 °F] was mainly due to physicochemical changes in cement paste.

INTRODUCTION

The concrete compressive strength ($f'_c$) has a significant influence on the system structural capacity, and this strength increases with age because the hydration process continues for years after the concrete is cast. Washa, et al., [2] showed that compressive strength reaches a peak after a 5–10 year interval, and then decreases slightly with time (Fig. 1). Depending on the concrete mix, the peak strength can be 50–100 percent larger than the compressive strength at 28 days. Ibarra [3] tested several concrete samples from 50 year-old buildings, obtaining an average compressive strength of 39.3 MPa [5,700 psi] for a concrete with a compressive design strength at 28 days of 17.2 MPa [2,500 psi] (i.e., a strength increase of more than 100 percent). The results for in-situ concrete were obtained by Ibarra et al. [4] for concrete cores extracted from four slabs with ages ranging from 1 to 7 years, in which the measured $f'_c$ was 40 to 60 percent larger than the strength reported at 28 days. Because of this behavior, probabilistic seismic performance evaluations of nuclear facilities can consider part of this increase in compressive strength when predicting the structural response of nuclear facilities [5]. Concrete mixes commonly used in nuclear facilities exhibit an increase in $f'_c$ with time, as long as the structural component is exposed to relatively low temperatures. The increase in $f'_c$, however, may be affected by continuous exposure to moderate high temperatures. Concrete components in nuclear facilities can be exposed to temperatures up to 65 °C [149 °F] [1].

Previous investigations of exposure to moderate temperatures (i.e., from several hours to several days) have shown that the residual $f'_c$ (i.e., strength of cooled specimens) can actually increase. For example, Khoury [6] evaluated the residual compressive strength for samples with different water-to-cement ratios. He found that maximum strengths at about 100–150 °C [212–302 °F] were 10 to 30 percent higher than those at room temperature. The residual strength was lower than the strength at room temperature only when the exposed temperatures were higher than 300 °C [572 °F] (Fig. 2).
These results are in agreement with Zoldners [7] study on the \( f'_{c} \) of cylinders exposed to temperatures ranging from 100 to 800 °C [212 to 1,472 °F]. Zoldners concluded that the residual \( f'_{c} \) (cold testing) increased up to 10 percent when the specimens were heated up to 300 °C [572 °F] for a couple of hours. For cold testing, specimens are initially exposed to high temperatures that were cooled to room temperature prior to testing. At temperatures over 500 °C [932 °F], the residual strength of the evaluated concrete decreased sharply due to dehydration of chemical constituents in the cement paste. Zoldners also concluded that flexural strength is more seriously affected by high temperatures than compressive strength. Nevertheless, different experimental tests did not report an increase on \( f'_{c} \) for moderate temperatures. For example, Freskakis [8] compiled residual compressive strength results of reinforced concrete sections exposed to elevated temperatures. The results showed a decrease in the residual \( f'_{c} \) for concrete exposed to temperatures lower than 300 °C [572 °F], which largely depends on interactions between cement paste and aggregate. Freskakis also set upper and lower limits for the variation of \( f'_{c} \) when exposed to high temperatures. For the upper limit, he considered that the concrete mix retains the room temperature strength until the exposure temperature exceeds 240 °C [464 °F].

Naus [9] compiled data on the effect of elevated temperature on residual \( f'_{c} \) (i.e., unsealed, cold testing) for Portland cement concretes with \( f'_{c} < 60 \text{ MPa} [8,700 \text{ psi}] \). Naus [9] found that residual \( f'_{c} \) is generally lower than relative concrete compressive strength (hot testing). Also, as shown in Fig. 3, \( f'_{c} \) tends to decrease at temperatures below 100 to 120 °C [212 to 248 °F], followed by an increase in \( f'_{c} \), as temperature increases to 200 to 250 °C [392 to 482 °F], and finally \( f'_{c} \) decreases as the temperature exceeds above 300 °C [572 °F]. For temperatures below 120 °C [248 °F], the concrete compressive strength decrease is attributable to thermal swelling of the physically-bound water that causes disjoint pressures. For temperatures above 300 °C [572 °F], compressive strength losses are likely due to differences in thermal expansion coefficients between aggregate, cement paste, and decomposition of calcium hydroxide. At temperatures above 450 °C [842 °F], concrete compressive strength drops significantly due to loss of bond between aggregate and cement paste. Data also showed that aggregate type influences \( f'_{c} \) at elevated temperatures, more than 600–800 °C [1,112-1,472 °F], in that quartz and basalt aggregates are less sensitive to temperature effects than the limestone aggregate concrete.
Carette et al., [10] evaluated the effect of sustained temperatures ranging from 75 to 600 °C [167 to 1,112 °F] on concrete compressive strength. At a temperature of 150 °C [302 °F], the decrease in compressive strength of concrete made with normal Portland cement over 1 month was 10 percent. The decrease in tensile strength was about the same order. Davis [11] concluded that $f'_c$ decreased less than 10 percent when subjected to temperatures lower than 200 °C [392 °F].

Kasami et al., [12] evaluated the drying effect of elevated-temperature exposure on concrete properties. Specimens made from Portland cement were tested to investigate compressive, tensile, and bond strengths; elastic moduli; and weight loss after a 90-day exposure to temperatures of 35, 50, 65, 80, 110, 200, and 300 °C [95, 122, 149, 176, 230, 392, 572 °F]. Exposure to sustained elevated temperatures higher than 35 °C [95 °F] showed deteriorating effects on the physical properties of concrete when the moisture in concrete was allowed to evaporate. Greater reduction of strengths and weights after exposure were associated with the mixes having higher mix water contents. Strengths did not decline linearly for higher temperatures and showed a local minimum with a decrease in $f'_c$ ranging from 10 to 25 percent at around 50 °C [122 °F]. The strength partially recovered at temperatures around 100 °C [302 °F], followed by a monotonic decrease in strength for higher temperatures. Reductions in tensile and bond strengths and elastic modulus of heated concretes were greater than the reduction in compressive strengths.

Kanazu et al., [13] evaluated concrete behavior on spent fuel storage facilities exposed to elevated temperatures for both sealed and unsealed specimens. The sealed specimens were placed into metal containers, which were sealed. At an age of about 3 months, heating of the specimens was initiated at temperatures of 65, 85, and 110 °C [149, 185, and 230 °F]. The specimens were tested after thermal exposures of 1 month, 1 year, 1.5 years, 2 years, 3 years, and 8 years. Compressive strength, modulus of elasticity, weight change, and splitting-tensile strength data were compared to reference 3-month strength results. Kanazu et al., concluded that the decrease in compressive strength at temperatures of 65 and 110 °C [149 and 230 °F] ceased after 3 months under unsealed conditions, as the moisture condition stabilized. Note that this conclusion is based on a comparison to
Fig. 3 Compilation of Data on $f'_c$ Temperature Relationship for Ordinary Portland Cement concretes, $f'_c < 60$ MPa \{courtesy of Oak Ridge National Laboratory and U.S. Nuclear Regulatory Commission, after Naus [9]\}

3-month strength results, and that concrete strength at room temperature should have significantly increased from 3 months to 8 years. The weight loss increased as temperature increased, but stabilized after 1 month exposure loss for unsealed specimens. The study recommended to increase the current temperature limit of 65 °C [149°F] for concrete utilized in facilities for storage of spent nuclear fuel to 85 °C [185°F].

As previously discussed, a large number of studies have evaluated the effect of high temperatures on concrete, but data regarding concrete performance under long-term high temperature exposure is limited, and does not take into account the strength gain that concrete may have experienced at room temperature. Moreover, previous data do not consider widespread use of admixtures, such as plasticizers. For these reasons, cylinders were tested to evaluate the effects on $f'_c$ of sustained temperatures close to the boiling point of water. For normal strength concrete, prior studies indicate that initial concrete strength, cement type, aggregate size, heating rate, and water-cement ratio have little effect on relative strength for these temperatures.

**Experimental Tests**

Concrete cylinders of 15.2 cm [6-in] diameter × 30.5 cm [12-in] length and 10.2 cm [4-in] diameter × 10.2 cm [8-in] length were tested at different times to obtain the evolution of the concrete compressive strength. To mimic the process followed by industry, a target $f'_c$ of 27.5 MPa [4,000 psi] at 28 days was requested to a ready-mix company, without specifying an acceptable maximum strength. The concrete cylinders were fabricated using the same lot of concrete mix and were cured in a standard moisture environment at 23 ± 2 °C [73.4 ± 35.6°F] and 95 percent relative humidity. The concrete was made with Portland Cement Type I, a water-to-cement ratio of 0.5, the coarse aggregate consisted of 1-inch crushed limestone, and the fine aggregate was well graded quartz and limestone sand. After 90 days, some of the 10.2 × 20.3 cm [4 × 8 in] cylinders were moved to a laboratory oven to be cured at a temperature ranging from 90 to 95 °C [194 to 203 °F]. Samples were not immediately moved to the oven because several months are expected to separate concrete pouring from the beginning of operational activities [11]. The cylinders compressive strength was tested at 28, 90, 180, 270, 365, 450, and 540 days. In addition, petrographic analysis of the exposed specimens was carried out.

To increase the strength gain during the early stages of the concrete, the ready-mix company added about 433 gm [16 oz] of a water-admixture plasticizer to the concrete mix. Water-reducing admixtures can be used to reduce the water content while maintaining a given workability. The admixture added to the concrete cylinders was an aqueous solution of lignosulfonate, amine, and compound carbohydrates. Lignosulfonates salts of sodium and calcium are normal water reducers. To understand the effect of the water admixture on $f'_c$ at 28 days, the concrete
mix characteristics provided by the ready-mix company were used to obtain the theoretical strength at 28 days [14–16]. Based on the amount of cement, water-to-cement content ratio, and other concrete characteristics, it was estimated that $f'_c$ for the cylinders was approximately 33 MPa [4,800 psi]. This result is in agreement with ACI (318-08, 2008; Section 5.3.2.1) [17], which establishes the required average compressive strength, $f'_{cr}$, for concrete with $f'_c$ 34.5 MPa [<5,000 psi] should be the lesser of

$$f'_{cr} = f'_c + 1.34s_s$$  \hspace{1cm} (Eq. 1)

or

$$f'_{cr} = f'_c + 2.33s_s - 500$$  \hspace{1cm} (Eq. 2)

Where $s_s$ is the sample standard deviation. Assuming a coefficient of variation (CV) of 0.16 for $f'_c$ [18], the above equations render $f'_{cr}$ values of 33.5 and 34.4 MPa [4,858 and 4,991 psi]. Because of the plasticizers, however, the average $f'_c$ at 28 days was 41.7 MPa [6,050 psi] (i.e., an increase of 26 percent). Thus, the water-reducing admixtures accelerated the rates of cement hydration leading to an early strength development. Based on the results presented below, it appears that the concrete has already reached the maximum compressive strength after 1.5 years, which in concrete with no plasticizers only occurs after a 5–10 year period. It does not seem that the long-term compressive strength of the mix was significantly affected by the use of plasticizers.

A plot of average compressive strength versus time of 15.2 × 30.5 cm [6 × 12-in] cylinders cured at room temperature is shown in Fig. 4(a) where the compressive strength is expressed as percentage increase with respect to the average compressive strength at 28 days. The data show the average compressive strength increased from 28 days to 90, 180, 270, 365, and 450 days. At 540 days, average compressive strength of the 15.2 × 30.5 cm [6 × 12-in] cylinders decreased 5.4 percent. A plot of average compressive strength versus time of 10.2 × 20.3 cm [4 × 8-in] cylinders cured in a laboratory oven at 90 to 95 °C [194 to 203 °F] is shown in Fig. 4(b). From 180 to 365 days, the average compressive strength of the oven-cured specimens decreased 4.2 percent, but increased 4.2 percent from 365 to 540 days. The results indicate that initial compressive strength loss due to oven-drying after 180 days was stabilized. Although more data are needed to detect conclusive trends, results indicate the effect of permanent exposure to high temperatures has a marginal effect on compressive strength (i.e., a decrease of about 5–10 percent).

Test results show an increase of compressive strength of concrete cylinders at room temperature, which is consistent with the trends reported in the literature [2]. However, the strength increase with time is relatively small (about 10 percent after 1.5 years) because the use of water admixtures leads to an early strength development. For concrete cylinders cured in the laboratory oven at temperatures of 90 to 95 °C [194 to 203 °F], compressive strength showed a strength decrease after the cylinders started to be heated. The trend appears to have stabilized after 1 to 1.5 years.

**Petrographic Analysis of Concrete Cylinders in Moisture-Cure and Oven-Dry Conditions**

To understand lower compressive strength for cylinders exposed to high temperatures, a petrographic analysis was conducted on a 10.2 × 20.3-cm [4 × 8-in] cylinder cured in a moist environment for 540 days, and on a 10.2 × 20.3-cm [4 × 8-in] cylinder cured in a moist environment for 90 days, followed by oven-drying at 90 to 95 °C [194 to 203 °F] for 450 days. To prepare the petrographic analysis specimens, cylinders were saw-cut parallel to the end surfaces to a length of 6 in. The lower portion of each cylinder was used for the examination. The 15.2-cm [6-in] portion was then saw cut perpendicular to the end surfaces. Two parallel saw cuts were made to obtain a 1.9-cm [0.75-in] thick section from each cylinder portion. Saw-cut sections were prepared for microscopic examination by lapping on a steel wheel with progressively-finer silicon carbide grit. Lapped sections were examined under a stereomicroscope at magnifications of 7X to 100X. Examinations were performed following guidelines outlined in ASTM C586, “Standard Practice for Petrographic Examination of Hardened Concrete” [19].

Photomicrographs showing lapped cement paste under the stereomicroscope are shown in Figures 5(a) and 5(b). When comparing cement paste of oven-dried and moisture-cured specimens, a distinct difference in the abundance of relict and residual cement particles is evident. Oven-dried specimen contains significantly more residual (partially hydrated) cement and less relict (fully hydrated) cement relative to the moist-cured specimen.
Hydration of Portland cement is responsible for the ultimate strength of the concrete, and a continued strength gain of moisture cured specimen over time is expected. Hydration of cement is greatly reduced when the relative humidity of capillary pores in concrete is less than 80 percent \[20\]. For this reason, a lower compressive strength of oven-dried specimens relative to continuously moist-cured specimens is expected.

Studies investigating effects on sustained high temperatures on concrete indicate that damage to concrete at temperatures of \(100 \, ^\circ C\) [\(212 \, ^\circ F\)] or less is low, and that a loss of compressive strength of up to 10 percent can be expected \[7,10,11\]. The continuously moist cured concrete exhibited very well hydrated Portland cement. Oven-dried concrete showed a high number (relative to moist cured concrete) of partially hydrated cement particles, indicating that the hydration process had greatly reduced.

Petrographic data do not suggest differences in concrete properties for heated and unheated specimens, except lower compressive strength for the oven-dried cylinder. It is likely the temperature at which the oven-dried cylinders were held, \(90\) to \(95 \, ^\circ C\) [\(194\) to \(203 \, ^\circ F\)], resulted in a loss of pore/capillary water. By placing concrete in such a high temperature environment for an extended period, this water would have been removed, resulting in air-filled capillaries, which lead to slightly lower compressive strengths.
SUMMARY AND CONCLUSIONS

In this investigation, concrete cylinders were tested for 1.5 years to evaluate the compressive strength variation of the concrete exposed to sustained temperatures of 90 to 95 °C [149 to 203 °F]. Because most current concrete mixes include plasticizers to accelerate the development of compressive strength, a water admixture was incorporated to the mix.

The main findings of the investigation are as follows: (i) The water-reducing admixture in the concrete contributed to early strength development because it accelerated the cement hydration; however, the long-term compressive strength has not been significantly affected after 1.5 years, and the concrete strength has stabilized with a gain of 10–15 percent with respect to compressive strength at 28 days; (ii) The effect of extended exposure to temperatures of 90 to 95 °C [194 to 203 °F] resulted in a small loss of compressive strength of less than 10 percent, as compared to those continuously moist cured specimens; and (iii) Petrographic analysis of the test specimens revealed that the oven-dried specimen contains significantly more residual (partially hydrated) cement and less relict (fully hydrated) relative to the moist-cured specimen, indicating the deterioration of concrete compressive after exposure to sustained temperatures of 90 to 95 °C [194 to 203 °F] was mainly due to physicochemical changes in cement paste. The conclusions of this study should provide guidelines for probabilistic assessment of the seismic performance of concrete components permanently exposed to relatively high temperatures.

ACKNOWLEDGMENTS

This work was supported by Southwest Research Institute Internal Research and Development Project 20.R8090. The authors gratefully acknowledge the technical review of Dr. T. Wilt, the programmatic review of Dr. G. Wittmeyer, and the assistance of L. Neill in the preparation of this manuscript.

REFERENCES


